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SYNRAD PS-48-12K Power Supply Quick Start Guide

Specifications:
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3.	 Hook up the sense cable. Assure the polarity is 	
	 properly connected at the power input for the 	
	 laser. 

1.	 Unbox the Power Supply: save all the packag-	
	 ing for relocation if necessary.

2.	 To set all six power supplies into the rack, 		
	 slide the rear end of the unit in first locking it 		
	 into place. 

Setup:

4.	 Connect DC power to the laser.
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	  Power module will ‘click’ as it locks into place.

5.	 Hook in the AC power. Note: Assure L1, L2, L3, 	
	 N and ground are correctly installed.

  	 US AC Power
  	 EU AC Power
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